Several methods have been used to estimate the parameters of induction machines. The basic method is the standard no-load and block rotor test. Although accurate results are obtained using this method; however, performing the locked rotor test is difficult, requiring full control of the voltage by using appropriate instrument to mechanically secure the rotor in the locked condition. Therefore, in this paper, a method requiring only a no-load test to extract the parameters of the induction machine is presented. The proposed method is based on the modification of the third impedance calculation of the IEEE standard 112. To validate the proposed method, parameters of a standard 7.5kW induction machine are estimated. Based on the experimental results, the maximum recorded error in the parameter estimation is less than -2.881% when compared to the reference parameters obtained from the conventional no-load and blocked rotor test.
INTRODUCTION
Induction machines are considered as the workhorse of industry due to their low cost, reliability, robustness and low maintenance cost. Several key applications involving the induction machine, require accurate parameter estimation to properly assess the machine's performance. Considerable interest has been given in developing new and improved methods for the induction machine parameter estimation. Several international efficiency estimation standards have been developed for induction machines. The most prominent amongst these standards are the IEEE standard 112-2004 and the IEC standard 60034-2-1. The equivalent circuit approach is one of the method found in both standards that involves identifying the induction machine's equivalent circuit parameters for efficiency estimation. In the IEEE standard 112-2004, four different parameter estimation methods are presented [1] . The first, second and fourth methods require a locked rotor test which is considered too intrusive. Conversely, the third method involves only a no-load test. In this method, the test is done with the machine completely decoupled from its load and the voltage is reduced to achieve the machine's rated slip [1] . This method has the advantage that the locked rotor test is completely avoided; however, serious problems with regards to accuracy of the method have been observed in [2, 3] . A review of the major parameter estimation techniques is given in [4] . Generally, the methods for induction machine parameter identification can be classified into two, namely signal injection methods or system identification methods. Signal injection methods are usually performed at standstill with the motor excited with a dc or ac signal and the parameters are determined based on the resulting response. Several studies using signal injection method are reported [5-7]. However, the major drawback of this method is the problem of power dissipation and torque ripples [8] . System identification methods can be based on steady state measurements [9] [10] [11] [12] [13] [14] , or transient measurements [15] [16] [17] [18] . Steady state methods use simplified motor models to solve the parameter estimation problem, but multiple test measurements at different loading conditions are required. This paper presents the IEEE third impedance calculation method and proposes an improvement to the method for induction machine parameter identification using only no-load test measurements.
IEEE STANDARD 112 THIRD IMPEDANCE
CALCULATION METHOD The third impedance calculation method is one of the IEEE test procedures for calculating the equivalent circuit parameters of an induction machine [1]. This method is chosen in this work since it can be performed under no-load condition and does not require a locked rotor test. In the method, the motor is run uncoupled to a load and the voltage is reduced to achieve approximately the full load slip. Readings of voltage, current, power and temperature are taken at each voltage test point and an iterative procedure is followed to determine the equivalent circuit parameters. The test procedure as recommended by IEEE is presented as follows [1]:
Stator Resistance Test
With the machine at ambient temperature, the terminal-to-terminal resistance is measured. The average resistance is obtained using (1):
For a delta connection, the stator resistance is given by
The ambient temperature is also measured and recorded.
No load Test
The test is performed by running the machine with no load coupled to the shaft and at different voltage levels, starting from 125% of the rated voltage down to a point where further voltage reduction results in an increase in the current. In this paper, five different voltage points at 100%, 85%, 75%, 50% and 25% of the machine's rated voltage are considered for the noload test. From this test, the core loss as well as the curve of the total no-load reactance per phase versus phase voltage are determined.
Equivalent Circuit Impedance Test
The aim of this test is to find the equivalent circuit parameters of the induction machine. The parameters associated with equivalent circuit are the stator, rotor and magnetization resistances and reactances as depicted in Fig 1. From the no-load test data, the total reactance per phase is determined using (3)-(5). √ A curve of the total reactance against the phase voltage is obtained. The maximum point on the curve at point D as shown in Fig. 2 is taken as the total no-load reactance per phase. From the reduced voltage test, the last operating point corresponding to the lowest voltage level ( is used to obtain the total apparent impedance per phase and the power factor . The phase angle of the input current , the total per phase apparent resistance and the total per phase apparent reactance are computed using (6) The value of in (8) is used in (9) as the first estimate of the sum of the stator and rotor leakage reactances . The ratio ⁄ is obtained from the NEMA design details of the machine given in Table 1 [1]. Using the maximum value of the total no-load reactance obtained from Point D on Fig. 2 , the magnetizing reactance can be approximated as given in (10) 
Where for delta connection and for star connection.
is the machine's c re loss at the lowest voltage test point.
Equations (9) 
Finally, the equivalent circuit parameters , , are obtained using (9) Where is the corrected resistance at a specified temperature, is the measured cold resistance at , is the temperature to which the resistance is to be corrected and is the zero-resistance temperature constant (K = 234.5 for copper and K = 224.1 for aluminum). Fig. 3 shows the flow chart of the parameter estimation algorithm.
RESULTS AND DISCUSSIONS
To verify the parameter estimation method, a 7.5kW standard efficiency induction motor with nameplate data shown in Table 2 is tested. The laboratory experimental setup for testing the motor is shown in Fig. 4 . Table 3 shows the results of the no-load test at the five voltage test points. The standard no-load and block rotor test are performed three times and the average values obtained as shown in Table 4 . These results are used as a basis for comparison with the proposed method. Using the data in Table 3 for the for the 7.5Kw test motor core loss and the total per phase no-load reactance of the machine are determined as shown in Fig. 5 and Fig. 6 respectively. The equivalent circuit parameters are determined using an iterative algorithm written in MATLAB 2014a. The algorithm uses the reactance values at the three points highlighted on the reactance versus voltage curve shown in Fig. 6 . As shown in Fig. 7 and 8 , the algorithm converges to stables values of 7.915 and 10.71
for the stator and rotor leakage reactances respectively. The estimated parameters are summarized as shown in Table 4 . The stator resistance is obtained through direct measurement across the terminals of the machine. Table 4 , it can be observed that the parameters obtained using the third impedance calculation method of the IEEE standard 112 are different from the ones obtained through the no-load and blocked rotor test. Higher values of stator and rotor winding leakage reactances are obtained in the IEEE method and this leads to a lower mutual reactance value. To test the accuracy of the estimated parameters, the current versus voltage curve of the machine from experimental data is compared to the no-load and blocked rotor test and that of the IEEE third impedance method. The three curves are shown in Fig. 9 . It can be observed that the error in the IEEE method is higher when compared to the conventional No-load and blocked rotor test. This means that parameters of the machine are not correctly estimated. This problem as observed in [2] is due to the assumption in the IEEE method that the stator and rotor leakage reactances found from the low voltage impedance test can also be used for the rated condition. However, due to the low level of current flowing in the machine in the low voltage region of the no-load test as can be observed in Table 3 , the reluctance of the flux leakage path will be much smaller than its value under rated condition. Fig. 9 . Comparison of no-load current versus no-load voltage curves for the 7.5kW motor 3.1 Proposed Modification of the IEEE Method A simple method is proposed in this paper to find accurate leakage reactance values for the equivalent circuit based on the IEEE method. This method involves using the startup no-load current and power to determine the leakage reactance of the lowest voltage test point. As shown in Fig. 10 , the values of the startup current and power after the initial ripples are much higher than their steady state values. Using these startup values for the lowest voltage point will give the right level of saturation in the machine and consequently correct the leakage reactance values. Under the startup condition, the machine operates in a condition similar to the locked rotor state, Thus, the total input reactance can be determined using (26) Where , and are the phase voltage and current respectively and is the power factor at the lowest voltage level test point. The value of in (26) is used in (9) and the iteration procedure is repeated until stable parameter are obtained. The results obtained using this procedure are shown in Fig. 11 and 12 . As can be seen from these figures, the stable values at the end of the iteration are much smaller and closer to the reference values than the ones obtained previously using the IEEE method. Table 5 summarizes the results based on modified IEEE method and the percentage error when compared to the reference values. 
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